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AR SR AT HAAY BNERGY COMPBAN

Huntington Power Plant

6 miles west of Huntington, Utah on Hwy. 31
P.O. Box 680

Huntington, Utah 84528

July 21, 2016

Mr. Bryce Bird, Director

Utah Department of Environmental Quality
Division of Air Quality

195 North 1950 West

P.O. Box 144820

Salt Lake City, UT 84114-4820

RE: ‘2nd Quarter, 2016 Particulate Matter Compliance Test Report - 40 CFR 63 SubPart UUUUU,
Huntington Power Plant Unit 1 (Title V Permit #1501001004)

Dear Mr. Bird,

In accordance with Title V Permit Condition I1.B.3.f.1(b) and 40 CFR §63.10021(d) the Huntington Power Plant
submits this 2nd Quarter 2016 Particulate Matter (PM) Compliance Test Report for Unit 1. 40 CFR
§63.10031(f)(6) requires the submittal of compliance test results that were generated prior to April 16, 2017. This
submittal is intended to satisfy the report submittal for Huntington Unit 1, and includes the portable document
format (PDF) report that is submitted electronically via the Emissions Collection and Monitoring Plan System

(ECMPS).
The summary results of the 2nd Quarter 2016 PM test results are:
Unit Emission rate (Ib/mmBtu)

1 0.006

I am authorized to make this submission on behalf of the owners and operators of the affected source or affected
units for which the submission is made. I certify under penalty of law that I have personally examined, and am
familiar with, the statements and information submitted in this document and all its attachments. Based on my
inquiry of those individuals with primary responsibility for obtaining the information, I certify that the statements
and information are to the best of my knowledge and belief true, accurate, and complete. I am aware that there are
significant penalties for submitting false statements and information, or omitting statements and information,
including the possibility of fine or imprisonment.

Should you have any questions regarding this information, please contact Richard Neilson, Huntington Power Plant
Environmental Engineer at (435) 687-4334 or me at (435) 687-4211.

Sincerely,

arrell Cunnin
Managing Director Huntingfon Plant
Responsible Official

Enclosures: Emissions Testing Report for PacifiCorp Huntington Unit 1 — Particulate Matter Compliance Testing



cc: David Barnhisel
Steve Jensen
Director, USEPA Region VIII, w/enclosures
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Certification Statement

| certify that all field data were acquired under my direction in accordance with a system designed to
assure data quality. Based on reasonable inquiry, the information submitted is to the best of my
knowledge true, accurate and complete.

L

V —
Andrew Bruning

Senior Project Manager
Emissions Measurement Company

| certify that this document and all attachments were prepared under my direction in accordance with a
system designed to assure that qualified personnel properly gathered and evaluated the information
submitted. Based on reasonable inquiry, the information submitted is to the best of my knowledge true,
accurate and complete.

iy e

Matthew I'—\arks
Technical Director

Emissions Measurement Company




Executive Summary

EMCo was contracted by PacifiCorp to conduct compliance testing at the Huntington Power Plant near
Huntington, Utah. Testing was performed to determine emission rates of particulate matter (PM) from
the exhaust stack of Huntington Unit 1. Compliance test results are summarized in the table below;
detailed test results are given in the following report.

Source Parameter Date Average Value Emission Limit

0.006 0.030 Ib/mmBtu
0.07 0.30 Ib/MW-hr

Huntington Unit 1 | Filterable Particulate Matter | 6/28/2016

Each result is the average of three two-hour test runs.

Abbreviations:
Ib/mmBtu: pounds per million British thermal units
Ib/MW-hr: pounds per megawatt hour







Introduction

EMCo was contracted by PacifiCorp to conduct source testing services at the Huntington Power Plant
near Huntington, Utah. The Huntington Plant comprises two pulverized coal-fired boilers. Huntington
Unit #1 is equipped with low-NO, burners and overfire air for nitrogen oxides (NO,) control, a flue gas
desulfurization (FGD) scrubber for sulfur dioxide (SO,) control and pulse-jet fabric filters for particulate
matter (PM) control. Testing was conducted in accordance with the requirements of 40 CFR Part 63
Subpart UUUUU, National Emission Standards for Hazardous Air Pollutants (NESHAP): Coal- and Qil-Fired

Electric Utility Steam Generating Units.

Contact information for the project is listed in the table below.

7 .
Frar_lk ampedri (801) 220-2169 | frank.zampedri@pacificorp.com
Environmental Analyst -

Richard Neilson PacifiCorp

Environmental Engineer (435) 687-4334 | richard.neilson@pacificorp.com
Rob Leishman )

Environmental Scientist UDEQ (801) 536-4438 | rleishman@utah.gov

And'rew Br'unmg EMCo (303) 810-2168 | abruning@stacktest.us

Senior Project Manager

Scope of Work

Testing was performed to determine concentrations and mass emission rates of particulate matter (PM)
for comparison to the applicable emission limits listed in the table below.

Huntington
Unit 1

NESHAP UUUUU

PM (lb/mmBtu) | 0.030 Ib/mmBtu

PM (Ib/MW-hr) | 0.30 Ib/MW-hr

Abbreviations:

Ib/mmBtu: pounds per million British thermal units
Ib/MW-hr: pounds per megawatt-hour

Testing Methods

EMCo used the following EPA Reference Methods for the testing program. No deviations from the

Reference Methods were noted.

PM (Ib/mmBtu) 1,2, 3B, 4, 5%, 19

3@2hr

2 dscm (70.63 dscf)**

*In accordance with Table 5 of NESHAP Subpart UUUUU, the front-half temperature was set at 320° + 25°F.
**Sample volume from Table 2 of NESHAP Subpart UUUUU, doubled in accordance with §63.10005.

HTG-U1PM-Q2-2016-1: Huntington 1 Q2 PM
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Testing Location

The Huntington Unit #1 exhaust sampling location consists of a vertical, circular stack with four
orthogonal sampling ports located at least six diameters downstream and two diameters upstream of
the nearest flow disturbances. PM testing was performed across a grid of 12 points determined using
EPA Method 1. See the schematic below.

Stack Cross Section (A-A)

Unit # 1

Diameter (D) 323.3”
Upstream Distance (A) >220’
Downstream Distance (B) >266’

Sample Point Distances from Stack Wall

Traverse Point 1 14.1”
Traverse Point 2 47.3”
Traverse Point 3 95.7”

Test Results

The results of the testing program are given in the tables below. Detailed test results are located in
Appendix A, along with sample calculations for all computed values.

QA Emission
Parameter Run #1 Run #2 Run #3 Average Specification Limit***
Start Time 5:22 8:03 10:22 — S S
Stop Time 7:31 10:11 12:30 — _— _—
Sample Gas Volume (dscf) 80.52 81.06 80.33 80.64 >70.63* _—
Isokinetic Variation (%) 99.9 100.3 99.4 99.9 100 + 10% _—
Filterable PM (lb/mmBtu) 0.010 0.006 0.003 0.006 -_— 0.030
Boiler Load (MW) 476 477 477 477 >468** —
Filterable PM (Ib/MW-hr) 0.11 0.06 0.03 0.07 _ 0.30

* Sample volume from Table 2 of NESHAP Subpart UUUUU, doubled in accordance with §63.10005.

**90% of design capacity, in accordance with §63.10007(a)(2).
***As shown, average PM emissions were less than 50% of the applicable emission limit, qualifying the unit for Low Emitting EGU (LEE) status.

HTG-U1PM-Q2-2016-1: Huntington 1 Q2 PM
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Testing Equipment

All testing equipment was housed in a climate-controlled mobile analytical laboratory designed and built
by EMCo. All required quality assurance tests were performed as required by the applicable Reference
Methods. Detailed equipment descriptions are given in the table below.

Parameter Equipment EPA Reference Method(s)
Heated probe with glass nozzle
and stainless steel probe liner
Quartz fiber filter

S-type pitot tube

Particulate Matter (PM) | K-type thermocouple 1,2,3B,4,58B,19
Inclined-vertical manometer
Dry gas meter

Digital scale

Analytical balance

Test Details
Particulate matter testing was performed using EPA
Methods 1, 2, 3B, 4 and 5. Each test run was 120 heated filter

minutes in duration. Sampling was performed along a heated nozzle and sample probe

grid of points determined using EPA Method 1. Exhaust =7
gas flow measurements were taken using an S-type

pitot tube, K-type thermocouple and inclined-vertical | styepitottube

manometer in accordance with EPA Method 2. A [ M"irehemoce

sample of exhaust gas was withdrawn from the stack at

an isokinetic flow rate through a heated stainless steel
nozzle and probe, through a heated quartz-fiber filter,
through four chilled glass impingers containing known
masses of water or silica gel, and through a dry gas
meter. (See Figure 5-1 at right.) The default dry
molecular weight for combustion sources (30 lbs/Ib-
mole) listed in EPA Method 3 was combined with
pressure and temperature measurements to calculate
stack gas velocity in accordance with EPA Method 2.
Stack gas moisture concentrations were determined
gravimetrically in accordance with EPA Method 4.

chilled impinger train

orifice

vacuum
gauge

manometer

dry gas meter

40 CFR Part 60, Appendix A: Method 5, Figure 5-1

Following each sampling period, the filter and rinses of

the nozzle and probe were recovered and returned to EMCo’s laboratory for gravimetric analysis.
Following analysis, the particulate mass captured during each test run was combined with concurrent
flow and moisture data to calculate particulate matter emissions in units of pounds per hour (Ib/hr).
The particulate mass captured during each test run was combined with concurrent CO, concentration
data from the plant CEMS' and the appropriate fuel F-factor from EPA Method 19 (1,800 scf/mmBtu) to
calculate PM emissions in units of pounds per million British thermal units (Ib/mmBtu) for comparison to
the applicable emission limit.

! EPA Method 3B §6.0 states “As an alternative to the sampling apparatus and systems described herein, other sampling systems may be used,
provided such systems are ... capable of yielding acceptable results.” As NESHAP UUUUU requires certified Part 75 CEMS CO, data to calculate
SO, and mercury emissions in units of lo/mmBtu, CEMS CO, data are considered acceptable for PM emission calculations as well.
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Appended Information

Supporting data for this testing program are included as follows.

Appendix A: Test Summary
0 Data Reduction Spreadsheet
0 Sample Calculations

Appendix B: Field Data
O Field Datasheets

Appendix C: Laboratory Data
0 Gravimetric Analysis

Appendix D: CEMS Data
0 Test Run CEMS Printouts

Appendix E: Calibration Information
O Dry Gas Meter Pre-Test and Post-Test Calibrations
0 Critical Orifice Calibration Certificate
O AETB Certification

HTG-U1PM-Q2-2016-1: Huntington 1 Q2 PM
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EMCO

EMISSIONS MEASUREMENT COMPANY

Project PC16-0001.9
Appendix A: Test Summary
Data Reduction Spreadsheets

Sample Calculations
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PC16-1.9

PacifiCorp
Huntington Unit 1
6/28/2016
Run # 1 2 3
Start Time 5:22 8:03 10:22
Stop Time 7:31 10:11 12:30
] Sample Time (min.) 120 120 120
EPA Method 2 Data 1 2 3 Average
Inputs
D, Stack Diameter (inches) 3233 3233 3233 3233
Ppar Barometric Pressure ("Hg) 23.77 23.77 23.77 23.77
Pg Stack Static Pressure ("H,0) -2.4 -2.4 -2.4 -24
C, Pitot Tube Coefficient (unitless) 0.84 0.84 0.84 0.84
VAP, Avg. Velocity Head of Stack Gas V("H,0) 0.8469 0.8478 0.8503 0.8483
T, Stack Gas Temperature (°F) 116 117 118 117
Calculations
A Stack Area (ftz) 570.084 570.084 570.084 570.084
Pg Stack Static Pressure ("Hg) -0.18 -0.18 -0.18 -0.18
My Stack Gas Molecular Weight, dry basis (Ib/lb-mole) 30.00 30.00 30.00 30.00
My Stack Gas Molecular Weight, wet basis (Ib/lb-mole) 28.52 28.55 28.52 28.53
P Absolute Stack Pressure ("Hg) 23.59 23.59 23.59 23.59
Te(abs) Absolute Stack Gas Temperature (°R) 576 577 578 577
Vs Stack Gas Velocity (ft/sec) 56.3 56.3 56.6 56.4
Q Stack Gas Dry Volumetric Flow Rate (dscf/hr) 73,182,553 73,376,847 73,337,702 73,299,034
Q Stack Gas Dry Volumetric Flow Rate (dscf/min) 1,219,709 1,222,947 1,222,295 1,221,651
CEMS Diluent Data 1 2 3 Average
CO, (%vw) 11.0 11.0 10.9 11.0
CO, (%vd) 12.5 12.5 12.4 12.5
EPA Method 4 Data 1 2 3 Average
Inputs
Vi Volume of Water Condensed (mL) 240.6 236.3 240.4 239.1
Vi Volume of Stack Gas Collected (dcf) 104.234 105.699 105.317 105.083
Y Meter Calibration Factor (unitless) 1.0016 1.0016 1.0016 1.0016
AH Pressure Differential Across Orifice ("H,0) 2 2 2 2.0
T Temperature at Gas Meter (°F) 87 91 94 91
Calculations
P Absolute Pressure at Gas Meter ("Hg) 23.92 23.92 23.92 23.92
T Absolute Temperature at Gas Meter (°R) 547 551 554 550.7
Vie(std) Volume of Water Condensed (scf) 11.32 11.12 11.31 11.25
Vin(sta) Sample Gas Volume (dscf) 80.52 81.06 80.33 80.64
Buys act Observed Stack Gas Moisture Content (%/100) 0.123 0.121 0.123 0.122
Buys sat Saturated Moisture Content (%/100) 0.131 0.134 0.138 0.134
Bus Moisture Content Used (%/100) 0.123 0.121 0.123 0.122
EPA Method 5 Data 1 2 3 Average
Inputs
D, Nozzle diameter (") 0.24 0.24 0.24 0.24
C1 Mass of PM collected on filter (mg) 5.5 5.8 5.5 5.6
c2 Mass of PM collected in rinses (mg) 204 8.5 1.4 10.1
Emission Calculations
Fe Fuel F-Factor (scf/mmBtu) 1800 1800 1800 1800
A, Cross-sectional area of nozzle (ft’) 3.14E-04 3.14E-04 3.14E-04 3.14E-04
| Isokinetic variation (%) 99.9 100.3 99.4 99.9
m, Total Filterable PM mass less blank (mg) 25.9 143 6.9 15.7
C, Filterable Particulate concentration (gr/dscf) 0.005 0.003 0.001 0.003
C, Filterable Particulate concentration (lb/dscf) 7.09E-07 3.89E-07 1.89E-07 4.29E-07
Eip/hr Filterable Particulate mass emission rate (Ib/hr) 52 29 14 31
Boiler Load (MW) 476 477 477 477
Filterable Particulate mass emission rate (lb/MW-hr) 0.11 0.06 0.03 0.07
Fe Filterable Particulate mass emission rate (lb/mmBtu) 0.010 0.006 0.003 0.006
8760 hrs/yr  Filterable Particulate mass emission rate (tons/year) 227 125 61 138

HTG-U1PM-Q2-2016-1: Huntington 1 Q2 PM
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PC16-1.9
PacifiCorp
Huntington Unit 1

Run #1 Sample Calculations

EPA Method 5: Determination of Particulate Matter Emissions (40 CFR Part 60, Appendix A-1)

Variables
Variable Value Definition Unit of Measurement
D, 3233 Stack Diameter inches
A 570.08 Cross-Sectional Area of the Stack ft?
Pg -2.40 Stack Static Pressure in. H,0
Pg -0.18 Stack Static Pressure in. Hg
%CO, 12.5 Concentration of Carbon Dioxide Dry Volume Percent (%vd)
My 30.00 Dry Molecular Weight of the Stack Gas (default) Ib/Ib-mole
Ppar 23.77 Barometric Pressure in. Hg
AH 2.00 Pressure Differential across Orifice in. H,0
P 23.92 Absolute Pressure at Gas Meter in.Hg
tn 87 Temperature at Gas Meter °F
Tm 547 Absolute Temperature at Gas Meter °R
K1 0.04706 Conversion Factor ft®/mL
Ve 240.6 Volume of Water Condensed g
Vire(std) 11.32 Volume of Water Condensed scf
Ky 17.64 Constant °R/in.Hg
Y 1.0016 Meter Calibration Factor Unitless
Vi 104.234 Volume of Stack Gas Collected dcf
Vin(std) 80.524 Sample Gas Volume dscf
Bus 0.123 Stack Gas Moisture Content %/100
M, 28.52 Actual Molecular Weight of the Stack Gas Ib/lb-mole
P 23.59 Absolute Stack Pressure in. Hg
TS 116 Average Stack Temperature °F
Ts(abs) 576 Average Absolute Stack Temperature °R
Kp 85.49 Conversion Factor (ft/sec) x V(((Ib/Ib-mole)(in.Hg))/((°R)(in.H,0)))
C, 0.84 Pitot Coefficient Dimensionless
AvgvAp 0.8469 Average Square Root of Velocity Head Readings in. H,0
Vs 56.27 Average Stack Gas Velocity ft/sec
T 528 Standard Absolute Temperature °R
P 29.92 Standard Absolute Pressure in. Hg
Q 73,182,553 Dry Volumetric Flow Rate Corrected to Standard Conditions dscf/hr
D, 0.24 Nozzle Diameter inches
A, 3.14E-04 Cross-Sectional Area of the Nozzle ft*
m, 25.90 Total PM and CPM Mass mg
C 7.09E-07 Particulate Concentration Ib/dscf
Eip/hr 51.9 PM Mass Emission Rate pounds per hour
F. 1800 F-Factor from EPA Method 19 scf/mmBtu
Elb/mmetu 0.010 PM Mass Emission Rate pounds per million Btu
Etons/yr 227.3 PM Mass Emission Rate tons per year
K5 0.0945 Constant (in.Hg - min) / (°R - sec)
] 120 Sample Time minutes
| 99.9 % Isokinetic variation percent

HTG-U1PM-Q2-2016-1: Huntington 1 Q2 PM
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PC16-1.9

PacifiCorp

Huntington Unit 1

Run #1 Sample Calculations

EPA Method 5: Determination of Particulate Matter Emissions (40 CFR Part 60, Appendix A-1)

A= 1i(D,/24)’
n(323.3/24)"2
= 570.08 ftA2

Py = P,/13.6
=-2.4/13.6
=-0.18 in. Hg

M, = 30.00 Ib/lb-mole

P, = Ppa, + (AH/13.6)
=23.77 +(2/13.6)
=23.92in. Hg

T, = 460 +t,,
= 460 + 87
=547 R

Vwc(std) = Kl X Vlc
= 0.04706 x 240.6
= 11.32 scf (Eq. 4-1)

Vin(std)= Ky XY XV, x Py
T,

m

=17.64 x 1.0016 x 104.234 x 23.92
547
= 80.52 dscf (Eq. 4-3)

Bys= Vic(std)

Viestd) + Vim(sta)

= 11.32
11.32 +80.52

= 0.123 (%/100) (Eq. 4-4)

M, = Mg x (1-B,,¢) + (18.0 X By,
=30.00x (1-0.123) + (18.0 x 0.123)
= 28.52 Ib/lb-mole (Eq. 2-6)

Pe= Py + Py
=23.77 +(-0.18)
= 23.59in. Hg

Ty(abs) = 460 + T

=460 +116
=576 R
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PC16-1.9

PacifiCorp

Huntington Unit 1

Run #1 Sample Calculations

EPA Method 5: Determination of Particulate Matter Emissions (40 CFR Part 60, Appendix A-1)

Tstabsi
V= K, x C, x AvgVAp x (Ps x M)
576
= 85.49 x 0.84 x 0.8469 x (23.59 x 28.52)
= 56.3 ft/sec (Eq. 2-7)
Q = 3600 x (1-By,) x (V) x (A) x (Tea X Py)

(Ts|abs; X Pgiq)

= 3600 x (1 - 0.123) x (56.27) x (570.08) x (528 x 23.59)
(576 x 29.92)

= 73,182,553 dscf/hr (Eq. 2-8)

A, = (D,/24)°
7(0.24/24)72
= 3.14E-04 ft"2

C = m,
(mg/g) (8/1b) (Vingsta)

= 25.9
(1000) (453.592) (80.524)

= 7.09E-07 Ib/dscf

Epp/nr = CsxQ

= 7.09E-07 x 73182553

=519 Ib/hr

Eib/mmetu = C,x F.x 100
(CO,%vd)

= 7.09E-07 x 1800 x 100
(12.5)

= 0.010 Ib/mmBtu

Etons/yr = Ejp/hr X (Hrs/yr)
(Ibs/ton)

= 51.89 x 8,760
2000

227.3 tons/year

I= K5 X Ty(abs) X Vinsta) X 100
Piabs) X Vs X Ay X © X (1-By,)

= 0.0945 x 576 x 80.524 x 100
23.59 x 56.27 x 3.1E-04 x 120 x (1 - 0.123)

=99.9%
(Eq. 5-7)
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EMCO

EMISSIONS MEASUREMENT COMPANY

Project PC16-0001.9
Appendix B: Field Data
Field Datasheets
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Emissions Measurement Company: Method 5 Data Sheet

EMCo Job #: / 95 -~ 7 2 Operator(s): Wwe, 8/ 0 Impinger Weights (xxg)} _nitial Final
Client: P PR orD Barometric pressure ("Hg): a5 7 Impinger 1
§ Source: H NN | |Static pressure {"H,0): —ads “1 | Impinger 2
| |oate: £ 2T/t Leak Check ("H,0 @ Vad): 2 oo i3" impinger 3|
. |Run# . Leak Check (“H,0 @ Vac): 4. 00@ f(" Impinger 4 (SG)

Meterbox1D: /A 5 ¥ {pitot ID / Coeff: o074 = Totel] 795 .2 /@“’ E

Meterbox Y = /. 001 aH@=  [779 3 5 |PitotLeak Check: 4 Totafls' #0; £) |

10,%: 1 ' Nozzle Diameter: . ZH D
€O,%: Sk K Factor: o2 TE Filter ID:
Start Time 54~ Stop Time 13 _ Tin ID;
219,971
Traverse | Sample |Stack Temp| Probe Temp | Filter Temp | Velocity Ap | Orifice Pressure | vacuum Sample DGM Temp (°F) Imp. Outlet

point Time () (°F) (°F) (HO) | _AH('H,0) ("Hg) |  Volume (f) Inlet Outlet | Temp (°F) '
Il (1139 3301061 L1 | 519779 |73 |7 | 52
2 (2 14 |30 |30 |01 | 2.0 |4 |23¢1 | 95181 |64
2035 |11 l2i5 | 32001018 | 22 |1 w455 |37 |50 |63

21 lyo | fl6 |21 |20 | O ol 1
0150 | pe | 300 | 38| 0.15 ]|
3o Tue |319 |30 |08 | 23

2533 |¥5 |9 |64
TLq |90 |55 | LI
2706 |2 |74 |4

[

J19.H |70 |54 | £O
Ivsi |74 |FU |60
Ty | |£3 |[F5 43

211 Yo | 6| 3 |39 |06 | [T
216 |1k 319 ] 391]0.11 | 2]
-3 98 | yre |3 | 30 10.5] | &

L (O |\

Yoy | Joo | Lib |31 | 570 | 058 | (b y |30¢.7 |94 |§5 |5
Sl e [ 30 | 20 | p,a5 | Al | 5 |30.% |22 |85 |65
=346 [ | vp0| 390 |0 g2 | 23 | 5 |321205\9.2 |55 |64

‘ — N D —— AT :
217200 3% | = (0.7 0] 7 [ter234] (1) | €Y
Total  Total “average?  Minimum  Minimum  Avg VAR~ \merag( Max. W Mveragé Maximi.fm

- fStack Schematic T A ——— - .
59 3 3_ f-l’ l - 3; 4 < D S Nozzle Calibration = |

Stack Diameter (D)= 50— “pra- £5.3° YA A= . 8W9

- e o S — A B= .a}{ =]

Distance A= pE3- |56 ¥ c= SN0
| . R average = QXQ
Distance B= . Max Difference = )
{Must be <0.004 in.)

B
1 HTG-U1PM-Q2-2016-1: Huntington 1 Q2 PM — v Page 11 of 35
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Emissions Measurement Company: Method 5 Data Sheet

Paint

Time

KX

(°F)

emcotob#: P C 6 & A Operator{s}: Wy s/ Impinger Weights (x.xg)] __Initial Final
Client: Cacy 91 =] ‘f-? Barometric pressure ("Hg): ! a5, 77 impinger 1
Source: Hoatacon { Static pressure (“H,0): - 2. impinger 2
Date: € KD Leak Check ("H,0 @ Vac): o, o003 /7! Impinger 3
Run # |Leak Cheek ("H,0 @ Vac):. o, oq® [’ Impinger 4 (SG)
{Meterbox D: M5 Y |Pitot ID / Coeff: v 05 Y Total
MeterboxY=f. o j{ 8H@= [ ‘7§35 |Pitot Leak Check:
o,%: i Nozzle Diameter: ¢ 5; o YO
CO,%: . Li. L K Factor: i 16 Filter ID:
Start Time 53 3 |Stop Time )7oX T Tin ID:
Traverse Sample '}Stack Temp| Probe Temp | Filter Temp | = Velocity Ap 1 Orifice Pressure | Vacuum Sample DGM Temp (°F) imp. Outlet
i Volume (ft’) fet | Temp(°F) "

>

(A o [T 320 | 3201|0060 | L7 |7 ¥9 |37

J 0 [0 |37 | 320095 | 241 | 6 |su20 | 91 |74 |55
3130 | HR |29 | 321 092 | 2.3 |1 |3515 |25 |87 | £3
| 2-(| uo | 119 | 380 | 320 | ©.5%| Lg |5 |51 199 |87 |
250 [ 1] 3q |2 | 0| o0 | € Bés5 |95 57 | 7
3l Co |yl w0320 | o052l 23 | 711564 |25 |8F 4

| {&’

30070 Jug 1395 130 | 0] 11 |5 |3%55% |75 |ss
2170 |1 (o |3 | 099 ] 2o | (3947 |5 |68 [ €7
Bl g | w |3 3y | 0% 7,3 1 |§o2.1 |75 55 | 65
2| 06 e | 590 | ap L5 |0 | C |dgd | 7 by |67
Bl loo |0l | 3iq | 319 | 082 2.3 | T |4 10|75 |85 |>7
_ ,-»3_ PN N TN /1.‘\ _
1720 (1) | 23 | 319 Vos4isl 2. 00\ | 1 fios619) (T [ 64
_ T:o_t_al___ | “'I.'otal ] Me Minimum _ Minimum S AVEVAp _~ ~Average” Max. . Total Average Maximum
| Stack Schematic e&_o_% t ) M@!i_bm_
Stack Diameter (D)= © LD ’ / :j
Disance A= 1 LY 4 ). o
Distance B= . - \/ ::::s? ::e;el:.‘;: in.)
HTG-ULPM-Q2-2016-1: Huntington 1 Q2 PM ‘\____,—«“ ¥ Page 12 of 35




Emissions Measurement Company: Method 5 Data Sheet

EMCo Job #: PC [6-AL Operator(s): 3. 5/5 Impinger Weights {xx g)| __Initial Final

Client: e acidcoty X Barometric pressure ("Hg): I3, 17 Impinger 1

Source: - H unHng N l Static pressure ("H;0): - ~als g . impinger 2

Date: (-dK /4 Leak Check ("H,O @ Vac): S o0fR Impinger 3 )

Run # '3 Leak Check ("H,0 @ Vac): 7.9 5;5 /3 - impinger 4 (SG)}

Meterbox ID: ME5-Y |Pitot ID / Coeft: .99 Total| 759, 4

Meterbox Y= /, ool 8H@=__ [, 79 35  |Pitot Leak Check: v Tot |

0,%: 7 Nozzle Diameter: 7. .74l

CO,%: (€ K Factor: s 16 Filter ID:

Start Time /&ﬁ ) Stop Time V2217 Tin ID:

Traverse | Sample |Stack Temp| ProbeTemp | Filter Temp Velocity Ap | Orifice Pressure | Vacuum Sample DGM Temp {°F) tmp. Outlet

Point Time °F G ("H,0) " Volume (ft’) °f) -

fo

33\

(1] 0 |1ig |39 | 32 06 | 1714 los |57 |£]
= Tao g |30 |20 |01 | 20 |5 |Hi5d |26 |91 |60
3 30 | ug lan | 321]osl | 23 | € |454.3 |76 |57 165
(2501 w0 |ug |35 |390 (060 | L1 |y |46Li7 |76 |70 |47
2| golig |31 |39 |0.15 | I z |470.3 |27 |70 {‘_’?
5| g5 | g 1320 | 319 |09 | 93 | 1 |ase.7 |27 |72 £3
-1 16 |9 |ag 390 [o.60 | (7 137.6 (2% |20 |41

115, 9

74

70

540

507.7

c\U"t_t

71

75

YA|loo [ 114 | D0 | 22\ |0.60 | L1 { |56, 3 1) |4
2| 0 | Uy Bls |39 |0.15| 2 | 5 |Sxby |76 |42
B 96 | 1% | 300 |31 | 0.33] 3 | € |s3ise| T5 |71 |£2
i w0 : P ,.f‘”""} | P Pl
i |20 N 318 | 318 [0.8503(2.035)] 7 (@ 4] | 45
.. Total Total  “Awerage  Minimum  Minimum w__/’ “Average—”  Max. Total “Rverage Maximum
/ Stack Schematic A . [
< D 3 N B Nozzle Calibration
' |stack Diameter (D)= Z A /7 A=
Distance A= o ° " } (A = = c;
Distance B= ; 494 o i :::::it:i?.:z: in.)
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EMCO

EMISSIONS MEASUREMENT COMPANY

Project PC16-0001.9
Appendix C: Lab Data
Gravimetric Analysis
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EM( c_) EPA Method 5 Gravimetric Analysis Report

Project Code: PC16-1.9
Date Finalized: 7/11/2016
Analyst: Parks

Sample ID Filterable Particulate Matter (mg)
Huntington 1, Run #1 25.9
Huntington 1, Run #2 14.3
Huntington 1, Run #3 6.9

No blank corrections were performed.

Analytical Narrative

Quartz fiber filters were dessicated and tared to a constant weight in the EMCo laboratory prior to sampling.

Following testing, the filters were dessicated for at least 24 hours, then weighed to a constant weight (0.5 mg). The
acetone rinses were measured to the nearest milliliter, transferred to tared aluminum weighing dishes, taken to

dryness under a fume hood, then weighed to a constant weight (+0.5 mg). Each result above represents total

filterable particulate matter for each test run (acetone rinse + filter catch), with no blank correction performed unless

otherwise indicated.

Instrumentation

All measurements were taken using a Torbal Model AGCN200 Analytical Balance under laboratory conditions. The
instrument is auto-calibrated and challanged with three NIST-traceable reference weights daily.

Detection Limit / Sensitivity
All measurements are recorded to 0.0001g (0.1mg).

Notes

No deviations from the analytical procedure from EPA Method 5 were noted. All samples were received in good
condition. After analysis, all samples are archived for a period of one year.

Attachments
Gravimetric Analysis Logs
Sample Chain of Custody

HTG-U1PM-Q2-2016-1: Huntington 1 Q2 PM
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EPA Method 5 Gravimetric Analysis Log

EMCO

Project Code:
Unit ID:

PC16-1.9
Huntington 1

Front-Half Particulate Matter Filter Catch

Run #1 Run #2 Run #3
Filter # 887 888
Date Weight (g) Date Weight (g) Date Weight (g)
Final Weight 7/8/16 0.3939 7/8/16 0.3963 7/8/16 0.3949
Tare Weight (g) 1/4/16 0.3884 1/4/16 0.3905 1/4/16 0.3894
Filter Catch (g) 0.0055 0.0058 0.0055
Front-Half Particulate Matter Acetone Rinse Catch
Run #1 Run #2 Run #3
Dish # 1569 1566 1554
Date Weight (g) Date Weight (g) Date Weight (g)
Final Weight 7/8/16 6.6027 7/8/16 6.4321 7/8/16 6.4614
Tare Weight (g) 2/22/16 @ 6.5823 2/22/16 6.4236 = 2/18/16 6.4600
Total Rinse Catch (g) 0.0204 0.0085 0.0014
Total Particulate Catch
Run #1 Run #2 Run #3
Filter Catch (g) 0.0055 0.0058 0.0055
+ Rinse Catch (g) 0.0204 0.0085 0.0014
Total PM (g) 0.0259 0.0143 0.0069

HTG-U1PM-Q2-2016-1: Huntington 1 Q2 PM
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11990 W. 527 Avenue

Office (303) 495-3936
Wheat Ridge, CO 80033 Toll Free (800) 984-9883
e e Qg TS Fax (888) 605-0243

‘Laboratory Chain of Custody Record

| ProjectCode: | $C [/, ~ Q%

Client: W pm ) Q CG(/P
Facility: H iy, }(/>7¢ /Q" g
A7 Unit: ,7—9'/ 2016
\(/‘ Sample Date(s): A |

5 )

ﬁ##""r _15'5'7

| Relinquished by: S | Date: @)}Vl

| Received by: W .| Date ‘}J {%O

O
D

Pago 17 of 35




EMCO

EMISSIONS MEASUREMENT COMPANY

Project PC16-0001.9
Appendix D: CEMS Data
CEMS Printouts for Test Runs
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Plant: HUNTINGTON PLANT

Report Period: 06/28/2016 05:22 Through 06/28/2016 07:31
Time Online Criteria: 1 minute(s

Average Data

Interval: 1 Minute
Type: Block

Source UNIT1
Parameter BAIT'\FI’EESS (;E);_ OPQ((;II_TY STS;E'::A P UN I'I'\'ALOAD
Unit ( ) (PCT) (PCT) ( ) (MW)

06/28/16 05:22 23.910 10.9 0.5 112.39 468
06/28/16 05:23 23.911 11.0 0.5 112.21 468
06/28/16 05:24 23.911 11.0 0.5 112.12 468
06/28/16 05:25 23.912 11.0 0.5 112.08 469
06/28/16 05:26 23.911 11.0 0.5 112.11 470
06/28/16 05:27 23.912 10.9 0.5 112.20 472
06/28/16 05:28 23.912 10.9 0.5 112.40 473
06/28/16 05:29 23.912 10.8 0.5 112.17 473
06/28/16 05:30 23.912 10.9 0.5 112.00 473
06/28/16 05:31 23.913 11.0 IC 0.5 112.01 473
06/28/16 05:32 23.913 8.11C 0.5 112.30 475
06/28/16 05:33 23.912 0.6 1IC 0.5 112.62 478
06/28/16 05:34 23.913 0.01IC 0.5 112.91 479
06/28/16 05:35 23.913 0.01IC 0.5 113.00 479
06/28/16 05:36 23.913 0.01C 0.5 112.89 479
06/28/16 05:37 23.914 0.01IC 0.5 112.89 478
06/28/16 05:38 23.915 0.01C 0.5 113.14 476
06/28/16 05:39 23.916 0.11C 0.5 113.17 474
06/28/16 05:40 23.916 0.01C 0.5 112.64 474
06/28/16 05:41 23.916 0.01IC 0.5 112.36 475
06/28/16 05:42 23.916 0.01IC 0.5 112.37 478
06/28/16 05:43 23.917 0.01C 0.5 112.21 478
06/28/16 05:44 23.917 0.01IC 0.5 112.34 476
06/28/16 05:45 23.917 0.01IC 0.5 112.53 473
06/28/16 05:46 23.919 3.21C 0.5 112.47 472
06/28/16 05:47 23.919 109 IC 0.5 112.47 470
06/28/16 05:48 23.920 11.21C 0.5 112.47 470
06/28/16 05:49 23.920 11.21C 0.5 112.47 470
06/28/16 05:50 23.921 11.21C 0.5 112.47 473
06/28/16 05:51 23.921 11.31C 0.5 112.47 474
06/28/16 05:52 23.921 11.31C 0.5 112.47 475
06/28/16 05:53 23.922 8.11C 0.5 112.46 478
06/28/16 05:54 23.922 7.8 1C 0.5 112.03 479
06/28/16 05:55 23.922 108 IC 0.5 112.25 480
06/28/16 05:56 23.922 1.0cC 0.5 112.02 480
06/28/16 05:57 23.922 11.0 0.5 112.15 479
06/28/16 05:58 23.922 11.0 0.5 112.19 478
06/28/16 05:59 23.922 11.0 0.5 112.07 478
06/28/16 06:00 23.922 11.0 0.5 112.03 479
06/28/16 06:01 23.923 111 0.5 112.00 480

F = Unit Offline

E = Exceedance
M = Maintenance
T = Out Of Control

Reporfanerpiadad7201616 O%idftington 1 Q2 PM

C = Calibration
S = Substituted
* = Suspect
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Plant: HUNTINGTON PLANT

Report Period: 06/28/2016 05:22 Through 06/28/2016 07:31
Time Online Criteria: 1 minute(s

Average Data

Interval: 1 Minute
Type: Block

06/28/16 06:02 23.923 11.1 0.5 112.00 481
06/28/16 06:03 23.923 11.1 0.5 111.93 483
06/28/16 06:04 23.923 11.1 0.5 112.10 485
06/28/16 06:05 23.924 11.1 0.5 112.50 484
06/28/16 06:06 23.923 11.0 0.5 112.34 481
06/28/16 06:07 23.923 11.0 0.5 111.81 477
06/28/16 06:08 23.923 10.9 0.5 111.78 474
06/28/16 06:09 23.924 10.9 0.5 111.97 472
06/28/16 06:10 23.924 10.9 0.5 112.13 472
06/28/16 06:11 23.924 11.0 0.5 112.14 472
06/28/16 06:12 23.924 11.0 0.5 112.17 475
06/28/16 06:13 23.924 11.0 0.5 112.01 476
06/28/16 06:14 23.924 11.1 0.5 111.75 477
06/28/16 06:15 23.924 11.1 0.5 111.72 479
06/28/16 06:16 23.924 11.1 0.5 111.94 480
06/28/16 06:17 23.924 11.0 0.5 111.75 480
06/28/16 06:18 23.924 11.1 0.5 111.35 481
06/28/16 06:19 23.924 11.1 0.5 111.76 480
06/28/16 06:20 23.925 11.0 0.5 112.37 480
06/28/16 06:21 23.924 10.9 0.5 112.50 478
06/28/16 06:22 23.925 10.9 0.5 112.29 477
06/28/16 06:23 23.925 11.0 0.5 112.18 475
06/28/16 06:24 23.925 10.9 0.5 112.03 476
06/28/16 06:25 23.925 11.0 0.5 112.05 476
06/28/16 06:26 23.925 11.0 0.5 111.96 477
06/28/16 06:27 23.925 11.0 0.5 111.93 477
06/28/16 06:28 23.925 11.0 0.5 111.91 477
06/28/16 06:29 23.926 10.9 0.5 111.92 476
06/28/16 06:30 23.926 10.9 0.5 112.04 476
06/28/16 06:31 23.926 10.9 0.5 112.17 477
06/28/16 06:32 23.926 11.0 0.5 112.12 477
06/28/16 06:33 23.926 11.0 0.5 112.20 477
06/28/16 06:34 23.927 11.0 0.5 112.33 477
06/28/16 06:35 23.926 11.0 0.5 112.16 477
06/28/16 06:36 23.927 11.0 0.5 112.03 477
06/28/16 06:37 23.927 10.9 0.5 112.22 476
06/28/16 06:38 23.927 10.9 0.5 112.41 474
06/28/16 06:39 23.928 10.9 0.5 112.63 471
06/28/16 06:40 23.927 10.9 0.5 112.58 472
06/28/16 06:41 23.929 10.9 0.5 112.27 475
06/28/16 06:42 23.929 11.0 0.5 112.00 479
06/28/16 06:43 23.929 11.1 0.5 111.71 480
06/28/16 06:44 23.929 11.0 0.5 111.67 481
F = Unit Offline

E = Exceedance
M = Maintenance
T = Out Of Control

Reporfanerpiadad7201616 O%idftington 1 Q2 PM

C = Calibration
S = Substituted
* = Suspect
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Plant: HUNTINGTON PLANT

Report Period: 06/28/2016 05:22 Through 06/28/2016 07:31
Time Online Criteria: 1 minute(s

Average Data

Interval: 1 Minute
Type: Block

06/28/16 06:45 23.928 11.0 0.5 111.93 480
06/28/16 06:46 23.930 10.9 0.5 112.41 479
06/28/16 06:47 23.930 11.0 0.5 112.46 477
06/28/16 06:48 23.929 11.0 0.5 112.39 475
06/28/16 06:49 23.929 10.9 0.5 112.49 473
06/28/16 06:50 23.929 10.8 0.5 112.53 472
06/28/16 06:51 23.929 10.9 0.5 112.41 472
06/28/16 06:52 23.929 10.9 0.5 112.24 473
06/28/16 06:53 23.929 11.0 0.5 112.10 476
06/28/16 06:54 23.929 11.1 0.5 112.10 477
06/28/16 06:55 23.929 11.1 0.5 111.92 478
06/28/16 06:56 23.930 11.0 0.5 111.99 479
06/28/16 06:57 23.930 11.0 0.5 112.21 478
06/28/16 06:58 23.930 11.0 0.5 112.49 476
06/28/16 06:59 23.930 10.9 0.5 112.89 475
06/28/16 07:00 23.930 10.9 0.5 112.80 475
06/28/16 07:01 23.930 11.0 0.5 112.43 476
06/28/16 07:02 23.930 11.0 0.5 112.10 478
06/28/16 07:03 23.930 11.1 0.5 112.20 479
06/28/16 07:04 23.930 11.0 0.5 112.43 480
06/28/16 07:05 23.930 11.1 0.5 112.20 481
06/28/16 07:06 23.930 11.1 0.5 112.28 482
06/28/16 07:07 23.930 11.0 0.5 112.35 480
06/28/16 07:08 23.930 10.9 0.5 112.22 478
06/28/16 07:09 23.929 10.9 0.5 112.35 476
06/28/16 07:10 23.929 10.9 0.5 112.63 474
06/28/16 07:11 23.929 10.9 0.5 112.63 474
06/28/16 07:12 23.929 11.0 0.5 112.43 476
06/28/16 07:13 23.930 11.1 0.5 112.18 477
06/28/16 07:14 23.929 11.1 0.5 112.11 479
06/28/16 07:15 23.930 11.0 0.5 112.27 482
06/28/16 07:16 23.931 11.0 0.5 112.53 481
06/28/16 07:17 23.930 10.9 0.5 112.67 480
06/28/16 07:18 23.930 10.9 0.5 112.77 478
06/28/16 07:19 23.930 11.0 0.5 112.87 474
06/28/16 07:20 23.931 10.9 0.5 113.05 471
06/28/16 07:21 23.931 10.7 0.5 113.07 468
06/28/16 07:22 23.931 10.9 0.5 112.98 467
06/28/16 07:23 23.931 10.8 0.5 113.16 470
06/28/16 07:24 23.931 10.9 0.5 113.14 473
06/28/16 07:25 23.932 11.0 0.5 112.78 475
06/28/16 07:26 23.932 11.0 0.5 112.54 477
06/28/16 07:27 23.933 11.0 0.5 112.64 478
F = Unit Offline

E = Exceedance
M = Maintenance
T = Out Of Control

Reporfanerpiadad7201616 O%idftington 1 Q2 PM

C = Calibration
S = Substituted
* = Suspect
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06/28/16 07:28
06/28/16 07:29
06/28/16 07:30
06/28/16 07:31

Average

Minimum

Maximum

Summation

Included Data Points

Total number of Data Points

F = Unit Offline
E = Exceedance

M = Maintenance
T = Out Of Control

23.933
23.933
23.934

23.934

23.924
23.910
23.934

3,110.171

130

130

Plant: HUNTINGTON PLANT

Report Period: 06/28/2016 05:22 Through 06/28/2016 07:31
Time Online Criteria: 1 minute(s

11.0
11.0
11.0

11.0

11.0
10.7
111

1,152.6

105

130

Reporfanerpiadad7201616 O%idftington 1 Q2 PM

Average Data

Interval: 1 Minute
Type: Block

0.5
0.5
0.5

0.5

0.5
0.5
0.5

65.0

130

130

C = Calibration
S = Substituted
* = Suspect

112.77
112.78
112.87

112.76

112.32
111.35
113.17

14,601.93

130

130

479
479
478

478

476
467
485

61,911

130

130
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Plant: HUNTINGTON PLANT

Report Period: 06/28/2016 08:03 Through 06/28/2016 10:11
Time Online Criteria: 1 minute(s

Average Data

Interval: 1 Minute
Type: Block

Source UNIT1
BARPRESS co2 OPACITY STKTEMP UNITLOAD
Parameter (INHG) (PCT) (PCT) (DEGF) (MW)
Unit
06/28/16 08:03 23.937 11.11 0.5 113.12 478
06/28/16 08:04 23.937 1101 0.5 113.50 479
06/28/16 08:05 23.938 11.1 0.5 113.38 479
06/28/16 08:06 23.937 11.1 0.5 113.45 481
06/28/16 08:07 23.938 11.1 0.5 113.40 480
06/28/16 08:08 23.937 11.0 0.5 113.41 478
06/28/16 08:09 23.937 11.0 0.5 113.54 477
06/28/16 08:10 23.937 10.9 0.5 113.61 475
06/28/16 08:11 23.937 10.9 0.5 113.80 475
06/28/16 08:12 23.937 11.0 0.5 114.01 475
06/28/16 08:13 23.937 10.9 0.5 114.00 475
06/28/16 08:14 23.937 11.0 0.5 113.71 475
06/28/16 08:15 23.938 111 0.5 113.57 476
06/28/16 08:16 23.939 111 05 11352 478
06/28/16 08:17 23.939 111 0.5 113.82 480
06/28/16 08:18 23.940 11.0 05 114.11 482
06/28/16 08:19 23.940 11.0 05 113.98 480
06/28/16 08:20 23.940 11.0 05 114.28 479
06/28/16 08:21 23.940 111 05 114.36 478
06/28/16 08:22 23.940 111 0.5 114.32 478
06/28/16 08:23 23.940 111 05 11423 477
06/28/16 08:24 23.939 11.0 05 114.47 480
06/28/16 08:25 23.939 111 05 114.61 480
06/28/16 08:26 23.939 11.0 05 114.49 479
06/28/16 08:27 23.938 10.9 05 114.74 476
06/28/16 08:28 23.938 10.9 05 114.98 474
06/28/16 08:29 23.938 10.9 05 114.86 474
06/28/16 08:30 23.938 11.0 05 114.94 475
06/28/16 08:31 23.938 11.0 05 115.07 477
06/28/16 08:32 23.938 11.0 05 114.97 479
06/28/16 08:33 23.938 111 05 11459 481
06/28/16 08:34 23.938 111 05 114.44 481
06/28/16 08:35 23.938 111 05 114.72 480
06/28/16 08:36 23.938 11.0 05 115.14 478
06/28/16 08:37 23.938 10.9 05 115.20 476
06/28/16 08:38 23.938 11.0 05 114.99 475
06/28/16 08:39 23.938 10.9 05 115.16 474
06/28/16 08:40 23.938 10.8 05 115.45 473
06/28/16 08:41 23.937 10.9 05 115.40 474
F = Unit Offline

E = Exceedance
M = Maintenance
T = Out Of Control

RepoH@nerpindaf72016L8 O%dhtington 1 Q2 PM

C = Calibration
S = Substituted
* = Suspect
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Plant: HUNTINGTON PLANT

Report Period: 06/28/2016 08:03 Through 06/28/2016 10:11
Time Online Criteria: 1 minute(s

Average Data

Interval: 1 Minute
Type: Block

06/28/16 08:42 23.937 10.9 0.5 115.36 474
06/28/16 08:43 23.937 11.0 0.5 114.95 476
06/28/16 08:44 23.936 11.0 0.5 114.78 477
06/28/16 08:45 23.937 11.0 0.5 115.00 478
06/28/16 08:46 23.937 11.1 0.5 114.97 480
06/28/16 08:47 23.937 11.1 0.5 115.09 483
06/28/16 08:48 23.937 11.1 0.5 114.99 482
06/28/16 08:49 23.937 11.0 0.5 114.75 481
06/28/16 08:50 23.937 11.0 0.5 114.60 479
06/28/16 08:51 23.936 11.0 0.5 114.86 476
06/28/16 08:52 23.936 10.8 0.5 115.18 474
06/28/16 08:53 23.936 10.9 0.5 115.14 472
06/28/16 08:54 23.936 11.0 05 115.00 475
06/28/16 08:55 23.935 11.0 05 114.75 478
06/28/16 08:56 23.935 11 05 114.67 480
06/28/16 08:57 23.935 11 05 114.94 481
06/28/16 08:58 23.934 11.0 05 11521 480
06/28/16 08:59 23.934 10.9 05 11517 475
06/28/16 09:00 23.934 10.9 05 115.14 471
06/28/16 09:01 23.935 11.0 05 114.89 472
06/28/16 09:02 23.934 11.0 05 114.87 476
06/28/16 09:03 23.934 11.0 05 115.07 478
06/28/16 09:04 23.934 11.0 05 114.96 480
06/28/16 09:05 23.933 11 05 114.88 481
06/28/16 09:06 23.933 11.0 05 114.85 480
06/28/16 09:07 23.933 11.0 05 114.92 479
06/28/16 09:08 23.932 11.0 05 115.14 477
06/28/16 09:09 23.932 11.0 05 115.21 476
06/28/16 09:10 23.932 11.0 05 115.11 473
06/28/16 09:11 23.932 109 05 115.22 472
06/28/16 09:12 23.932 10.9 05 115.26 471
06/28/16 09:13 23.932 10.9 05 11531 473
06/28/16 09:14 23.932 11.0 05 115.40 476
06/28/16 09:15 23.931 11.0 05 115.15 477
06/28/16 09:16 23.931 11.0 05 115.40 477
06/28/16 09:17 23.931 10.9 05 115,59 478
06/28/16 09:18 23.931 10.9 05 115.46 477
06/28/16 09:19 23.931 10.9 05 115.38 475
06/28/16 09:20 23.930 10.9 05 115.40 474
06/28/16 09:21 23.930 10.9 05 115.30 475
06/28/16 09:22 23.930 110 05 115.22 477
06/28/16 09:23 23.930 11.0 05 115.12 479
F = Unit Offline

E = Exceedance

M = Maintenance C = Calibration

T = Out Of Control S = Substituted

RepopHfERnerpiada@ 7461618 Ofidhtington 1 Q2 PM * = Suspect
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Plant: HUNTINGTON PLANT

Report Period: 06/28/2016 08:03 Through 06/28/2016 10:11
Time Online Criteria: 1 minute(s

Average Data

Interval: 1 Minute
Type: Block

06/28/16 09:24 23.930 11.1 0.5 114.86 482
06/28/16 09:25 23.930 11.1 0.5 114.99 483
06/28/16 09:26 23.930 11.0 0.5 115.19 483
06/28/16 09:27 23.929 11.0 0.5 115.15 483
06/28/16 09:28 23.929 11.0 0.5 115.30 480
06/28/16 09:29 23.929 11.0 0.5 115.35 478
06/28/16 09:30 23.929 10.9 0.5 115.28 477
06/28/16 09:31 23.930 10.9 0.5 115.44 474
06/28/16 09:32 23.929 10.8 0.5 115.70 473
06/28/16 09:33 23.929 10.9 0.5 115.62 473
06/28/16 09:34 23.929 11.0 0.5 115.45 474
06/28/16 09:35 23.929 10.9 0.5 115.39 475
06/28/16 09:36 23.929 10.9 05 11529 478
06/28/16 09:37 23.929 11 05 115.04 480
06/28/16 09:38 23.928 11 05 115.14 480
06/28/16 09:39 23.928 11.0 05 115.28 480
06/28/16 09:40 23.928 10.9 05 11545 478
06/28/16 09:41 23.928 10.9 05 11592 476
06/28/16 09:42 23.928 10.9 05 11533 474
06/28/16 09:43 23.928 10.9 05 11529 473
06/28/16 09:44 23.928 10.9 05 11534 473
06/28/16 09:45 23.928 10.9 05 115.39 475
06/28/16 09:46 23.928 10.9 05 115.35 478
06/28/16 09:47 23.927 11.0 0.5 115.47 478
06/28/16 09:48 23.927 11.0 05 11563 479
06/28/16 09:49 23.927 11.0 05 115.67 479
06/28/16 09:50 23.926 10.9 05 115.80 476
06/28/16 09:51 23.926 10.9 05 115.89 476
06/28/16 09:52 23.926 10.9 05 115.74 474
06/28/16 09:53 23.927 11.0 05 115.60 472
06/28/16 09:54 23.927 10.9 05 115.70 474
06/28/16 09:55 23.928 10.9 05 115.72 478
06/28/16 09:56 23.927 11 05 11553 481
06/28/16 09:57 23.927 110 05 115.41 481
06/28/16 09:58 23.927 11.0 05 11554 483
06/28/16 09:59 23.927 11 05 11562 483
06/28/16 10:00 23.926 10.9 05 115.73 480
06/28/16 10:01 23.925 10.9 05 115.68 478
06/28/16 10:02 23.926 108 05 115.74 477
06/28/16 10:03 23.926 10.9 05 116.00 473
06/28/16 10:04 23.926 10.8 05 116.18 469
06/28/16 10:05 23.925 10.9 05 116.22 467
F = Unit Offline

E = Exceedance

M = Maintenance C = Calibration

T = Out Of Control S = Substituted
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06/28/16

06/28/16

06/28/16

06/28/16

06/28/16

06/28/16

10:06
10:07
10:08
10:09
10:10

10:11

Average
Minimum
Maximum

Summation

Included Data Points

Total number of Data Points

F = Unit Offline

E = Exceedance

M = Maintenance
T = Out Of Control

23.925
23.925
23.926
23.926
23.926

23.927

23.933
23.925
23.940

3,087.326

129

129

Plant: HUNTINGTON PLANT

Report Period: 06/28/2016 08:03 Through 06/28/2016 10:11
Time Online Criteria: 1 minute(s

10.9
111
11.0
10.9
11.0

11.0

11.0
10.8
111

1,394.2

127

129

RepoH@nerpindaf72016L8 O%dhtington 1 Q2 PM

Average Data

Interval: 1 Minute
Type: Block

0.5
0.5
0.5
0.5
0.5

0.5

0.5
0.5
0.5

64.5

129

129

C = Calibration
S = Substituted
* = Suspect

115.94
115.82
115.91
116.02
116.04

115.97

115.02
113.12
116.22

14,838.11

129

129

473
476
475
473
474

475

477
467
483

61,530

129

129
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Plant: HUNTINGTON PLANT

Report Period: 06/28/2016 10:22 Through 06/28/2016 12:3C
Time Online Criteria: 1 minute(s

Average Data

Interval: 1 Minute
Type: Block

Source UNIT1
BARPRESS co2 OPACITY STKTEMP UNITLOAD
Parameter (INHG) (PCT) (PCT) (DEGF) (MW)
Unit
06/28/16 10:22 23.926 10.7 0.5 116.57 479
06/28/16 10:23 23.926 10.9 0.5 116.33 481
06/28/16 10:24 23.926 10.9 0.5 116.14 479
06/28/16 10:25 23.925 10.8 0.5 116.14 474
06/28/16 10:26 23.925 10.9 0.5 116.20 470
06/28/16 10:27 23.925 10.9 0.5 116.11 467
06/28/16 10:28 23.925 11.0 0.5 116.07 468
06/28/16 10:29 23.926 11.0 0.5 115.99 472
06/28/16 10:30 23.926 11.0 0.5 116.10 475
06/28/16 10:31 23.926 11.1 0.5 116.29 478
06/28/16 10:32 23.926 11.1 0.5 115.94 479
06/28/16 10:33 23.925 11.2 0.5 115.76 480
06/28/16 10:34 23.924 111 0.5 115.82 480
06/28/16 10:35 23.924 11.0 0.5 116.03 478
06/28/16 10:36 23.923 11.0 05 116.11 476
06/28/16 10:37 23.923 11.0 05 116.08 474
06/28/16 10:38 23.923 11.0 05 116.08 473
06/28/16 10:39 23.923 11.0 05 115.91 474
06/28/16 10:40 23.923 111 05 115.98 475
06/28/16 10:41 23.924 111 0.5 116.12 477
06/28/16 10:42 23.924 111 0.5 115.98 480
06/28/16 10:43 23.924 111 0.5 115.92 480
06/28/16 10:44 23.924 111 0.5 115.82 481
06/28/16 10:45 23.924 111 0.5 115.77 483
06/28/16 10:46 23.923 111 05 115.92 480
06/28/16 10:47 23.923 11.0 0.5 116.25 476
06/28/16 10:48 23.923 11.0 05 116.37 474
06/28/16 10:49 23.923 11.0 05 116.41 474
06/28/16 10:50 23.924 111 05 115.76 476
06/28/16 10:51 23.924 11.2 0.5 116.31 479
06/28/16 10:52 23.925 111 05 116.40 479
06/28/16 10:53 23.925 11.0 05 116.33 479
06/28/16 10:54 23.925 111 05 116.33 477
06/28/16 10:55 23.925 11.0 05 116.42 474
06/28/16 10:56 23.924 11.0 05 116.27 475
06/28/16 10:57 23.924 111 0.5 116.06 475
06/28/16 10:58 23.924 111 0.6 116.11 477
06/28/16 10:59 23.923 1.2 06 116.43 479
06/28/16 11:00 23.923 111 06 116.64 480
F = Unit Offline

E = Exceedance
M = Maintenance
T = Out Of Control

RepoH@nerpindaf72016L8 O%dhtington 1 Q2 PM

C = Calibration
S = Substituted
* = Suspect
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Plant: HUNTINGTON PLANT

Report Period: 06/28/2016 10:22 Through 06/28/2016 12:3C
Time Online Criteria: 1 minute(s

Average Data

Interval: 1 Minute
Type: Block

06/28/16 11:01 23.923 11.1 0.5 116.58 477
06/28/16 11:02 23.924 11.2 0.5 116.59 475
06/28/16 11:03 23.924 11.1 0.5 116.68 480
06/28/16 11:04 23.924 11.0 0.5 116.63 485
06/28/16 11:05 23.924 11.0 0.5 116.59 487
06/28/16 11:06 23.924 10.9 0.5 117.16 485
06/28/16 11:07 23.925 10.8 0.5 116.87 483
06/28/16 11:08 23.924 10.9 0.5 116.75 478
06/28/16 11:09 23.924 10.8 0.5 116.79 473
06/28/16 11:10 23.924 10.8 0.5 116.83 470
06/28/16 11:11 23.924 10.8 0.5 116.75 469
06/28/16 11:12 23.924 10.8 0.5 116.62 471
06/28/16 11:13 23.923 10.8 0.5 116.48 473
06/28/16 11:14 23.922 10.9 0.5 116.45 477
06/28/16 11:15 23.923 10.9 0.5 116.44 482
06/28/16 11:16 23.922 10.9 0.5 116.43 479
06/28/16 11:17 23.921 10.9 0.5 116.29 472
06/28/16 11:18 23.921 11.0 0.5 116.16 470
06/28/16 11:19 23.922 10.9 0.5 116.33 471
06/28/16 11:20 23.922 10.8 0.5 116.50 476
06/28/16 11:21 23.922 10.8 0.5 116.62 479
06/28/16 11:22 23.922 10.9 0.5 116.64 480
06/28/16 11:23 23.922 10.8 0.5 116.72 480
06/28/16 11:24 23.921 10.8 0.5 116.75 479
06/28/16 11:25 23.921 10.8 0.5 116.59 476
06/28/16 11:26 23.921 10.7 0.5 116.58 473
06/28/16 11:27 23.921 10.7 0.5 116.58 469
06/28/16 11:28 23.920 10.7 0.5 116.52 469
06/28/16 11:29 23.920 10.6 05 116.59 470
06/28/16 11:30 23.919 107 05 116.52 472
06/28/16 11:31 23.920 10.7 05 116.38 473
06/28/16 11:32 23.920 10.8 05 116.18 475
06/28/16 11:33 23.919 10.8 05 116.30 475
06/28/16 11:34 23.918 10.8 05 116.28 477
06/28/16 11:35 23.918 10.9 05 116.36 477
06/28/16 11:36 23.919 10.9 05 116.43 477
06/28/16 11:37 23.919 10.9 05 116.45 479
06/28/16 11:38 23.919 10.9 05 116.49 479
06/28/16 11:39 23.919 10.8 05 116.30 479
06/28/16 11:40 23.919 10.8 0.5 116.21 479
06/28/16 11:41 23.918 10.8 0.5 116.84 479
06/28/16 11:42 23.918 10.8 0.5 116.68 478
F = Unit Offline

E = Exceedance

M = Maintenance C = Calibration

T = Out Of Control S = Substituted

RepopHfERnerpiada@ 7461618 Ofidhtington 1 Q2 PM * = Suspect
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Plant: HUNTINGTON PLANT

Report Period: 06/28/2016 10:22 Through 06/28/2016 12:3C
Time Online Criteria: 1 minute(s

Average Data

Interval: 1 Minute
Type: Block

06/28/16 11:43 23.917 10.8 0.5 116.77 475
06/28/16 11:44 23.917 10.8 0.5 116.70 474
06/28/16 11:45 23.917 10.8 0.5 116.70 473
06/28/16 11:46 23.916 10.8 0.5 116.67 474
06/28/16 11:47 23.916 10.7 0.5 116.56 475
06/28/16 11:48 23.916 10.7 0.5 116.45 477
06/28/16 11:49 23.916 10.8 0.5 116.49 476
06/28/16 11:50 23.917 10.8 0.5 116.27 475
06/28/16 11:51 23.916 10.8 0.5 116.31 475
06/28/16 11:52 23.916 10.8 0.5 116.48 476
06/28/16 11:53 23.916 10.9 0.5 115.86 478
06/28/16 11:54 23.915 10.9 0.5 116.02 480
06/28/16 11:55 23.915 10.9 0.5 116.11 481
06/28/16 11:56 23.915 10.8 05 116.11 482
06/28/16 11:57 23.915 10.8 05 116.39 481
06/28/16 11:58 23914 10.8 05 116.55 479
06/28/16 11:59 23.913 10.8 05 116.34 478
06/28/16 12:00 23.913 108 05 116.42 477
06/28/16 12:01 23.913 10.8 05 116.85 475
06/28/16 12:02 23.913 10.7 05 116.88 475
06/28/16 12:03 23.913 10.8 05 116.82 474
06/28/16 12:04 23.913 10.8 05 116.81 475
06/28/16 12:05 23.912 10.8 05 116.77 476
06/28/16 12:06 23.912 10.8 05 11675 476
06/28/16 12:07 23.911 10.7 0.5 116.73 476
06/28/16 12:08 23.910 10.7 05 11675 476
06/28/16 12:09 23.910 108 05 116.77 477
06/28/16 12:10 23.910 10.9 0.5 116.72 477
06/28/16 12:11 23.909 10.7 0.5 116.65 476
06/28/16 12:12 23.908 10.7 0.5 116.50 475
06/28/16 12:13 23.908 10.8 05 116.49 477
06/28/16 12:14 23.908 10.9 05 116.43 478
06/28/16 12115 23.908 10.9 05 116.29 479
06/28/16 12:16 23.908 10.9 05 116.36 480
06/28/16 12:17 23.908 10.8 0.5 116.74 479
06/28/16 12:18 23.908 10.7 05 116.70 478
06/28/16 12:19 23.907 10.8 05 116.52 477
06/28/16 12:20 23.906 10.8 05 116.53 476
06/28/16 12:21 23.906 10.8 05 116.63 476
06/28/16 12:22 23.905 10.8 05 116.68 476
06/28/16 12:23 23.904 10.8 0.5 116.74 477
06/28/16 12:24 23.904 10.8 0.5 116.78 477
F = Unit Offline

E = Exceedance

M = Maintenance C = Calibration

T = Out Of Control S = Substituted
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06/28/16

06/28/16

06/28/16

06/28/16

06/28/16

06/28/16

12:25
12:26
12:27
12:28
12:29

12:30

Average
Minimum
Maximum

Summation

Included Data Points

Total number of Data Points

F = Unit Offline

E = Exceedance

M = Maintenance
T = Out Of Control

23.904
23.903
23.903
23.902
23.901

23.900

23.918
23.900
23.926

3,085.454

129

129

Plant: HUNTINGTON PLANT

Report Period: 06/28/2016 10:22 Through 06/28/2016 12:3C
Time Online Criteria: 1 minute(s

10.8
10.8
10.8
10.8
10.7

10.7

10.9
10.6
11.2

1,404.1

129

129
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Average Data

Interval: 1 Minute
Type: Block

0.5
0.5
0.5
0.5
0.5

0.5

0.5
0.5
0.6

64.8

129

129

C = Calibration
S = Substituted
* = Suspect

116.61
116.51
116.43
116.39
116.58

116.48

116.42
115.76
117.16

15,018.29

129

129

ar7
478
478
ar7
477

475

477
467
487

61,480

129

129
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EMCO

EMISSIONS MEASUREMENT COMPANY

Project PC16-0001.9
Appendix E: Calibration Information
Dry Gas Meter Pre-Test and Post-Test Calibrations
Critical Orifice Calibration Certificate
AETB Certification
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Environmental Supply Company, Inc.

' Quality Source Sampling Systems & Aceessories

DRY GAS METER CALIBRATION REPORT

Customer; Date: June 8, 2012

Console Serial # 1938 Console Model # C-5000 SL

DGM Model # S-275 DGM SN# 17176782 Reference Meter S/IN 554840

Barometric Pressure, P,:  29.53 in. Hg Tested at: 0 in. Hg - Vacuum
Standard Pressure: _ 29.92  in. Hg Standard Temperature : 528 °R
1 2 3 Units
Orifice Manometer Setting, AH 2.00 0.75 6.00 in. H,O
Elapsed Time 14 22 8 min.

Reference Meter

Final Volume Reading 702.229 713.510 725.165 ftt
Initial Volume Reading 691.001 702,623 | 714.124 ft®
Total Gas Volume, V,, 11.228 10.887 11.041 fit®
Temperature, Initial 75.3 75.2 74.9 °F
Temperature, Final 75.2 74.9 74.3 °F
Avg Temperature, T,, 75.3 751 74.6 °F

Dry Gas Meter

Final Volume Reading 49.378 60.658 72.151 ft®
Initial Volume Reading 38.220 49.777 61.246 ft®
Total Gas Volume, V,, 11.158 10.881 10.905 ft*
Average Temperature, Initial 78.0 77.5 77.0 °F
Average Temperature, Final 77.9 77.0 76.9 °F
Avg Temperature, T,, 77.9 77.2 76.9 °F

AH (a) 1.7947 1.7687 1.8171 Avg. AH(a)  1.7935
AH (a) Tolerance Check OK OK OK

Gamma, Y 1.0043 1.0007 0.9999 Avg.Y  1.0016
Gamma Tolerance Check OK OK OK

Calibration Performed By: m > %/—
A, = Q0319 AH [( +j160)9_| P fAH T;,;S?;) )
PAT, +460) I, Ly + -
2142 E. Geer %ﬁeﬁtdg)%ll%a{nﬂll}lgﬂg g]afglzilm 27704 www.environsupply.com 919-956-9688 EAX; 9)9:682-0333



‘ang vogesgEed sleq ooweg
IEH 'S UepuwoL wogeaed ~BO-CO-CO @eq uogexiied
8LOLOLN/S ~ NMSS H0TS  maumeeen

Agenuury :UOGRIQIEIY PIPUILLIOIRY
SOIUOADA(3 JBwWNASU] [EO43e1 AQ PAYIIRD)

UOGRUILEXD JO} DIGE|IEAR BJE PUE DIy UO 8J SpIepuE}s 8sey) 0) Buiureysd
SPIOOB) [ENIDY “SIOINIOS UOREIIED LSIN OU) JO SYU 8L} LM (SBN Apauwio))
ABojouyoa). PUE SPIBPUEIS JO BIMISU] [BUOREN U} O} BIGBAJRJ) I8 SORRINIOE
‘as0ym spuepue)s Buisn pojeIqifed Uaaq sey uawnasu; ok ey Aj3ieo 0 s1 SIYL

NOLVHEMYOSOAUVOILHUNEO
9602248 (595) @4 - 0686:248 (585) 1oL m“ a
>

V'S 085¥) AN SNSAOM, ‘OO HOH 178
% SOMUOLIIIF JUIWNISUJ [EINITIY

(p1s)”

(s
PIS)"AJ HV

4

0G0 v =OHY

(%S> 29 1SNIN)) %SY'0

9T00°T

=30N343441a%
= A "dO1OV4 NOILYHEITVO ¥3L3IN SV AYA TVILINI

T.66°0 = A "4O1OV4 NOILYHEITVO ¥ILIIN SYD AYA IDVHIAY

%G 'TF :ela1J) 3duerdany

%TT

190UBJ3H1Q JUIdd

:anje/ 3|osuo)

“%G°T UIYIIM 2318 1SN JOSUDS 82U134aJ 3Y) pue paie.qi|ed Sulaq Josuas 3yl Ylim painseaw
ainesadwa) a1njosqe sy "pasn aq Aew (spiepueis |S|N 1suleSe pajelqijed) Je1ewonualod pue sjdnodowiayl duaJalal v ainieadwal joels a1njosge adeane ayi Jo %0T Ulylm ainjesadwsal e 1e sajdnodoway) a1eiqi[ed ‘@sn p[aly Yoes Jayjy "siosuads ainjesadwa] :€°0T§ Z POYIBN T-V Xipuaddy ‘09 1ed 44D OF

¢

e
J1019B) UoeIqIEed NOA = ﬂ
uoneiqied a91JLO [edNUD WOy 10j9e) M abelsny = ) oo
(omaIN - M, ‘ysibu3 - ¥,) aintesadwa) aiqure anjosqy = L N
SUONIPUOD plepue)s 0] Pajdaliod ‘Ba|lio [eanud ay; ybnoiy) passed sjdwes seb jJo swnjop = quBi; "y =
@ wqd "
(oWBIN - M, ‘usibu3 - ¥,) ainreladwa) ‘Bae WOQ anjosqy = YL
(ounaIN) BH wiwyl, 858€°0 ‘(Usibu3) BH ‘Ui, ¥9°2T = w
SUOIIPUOD pIepue)s 0} PajdaLInd ‘DA ybnoiyl passed sjdwes seb jJo swnjoa 18N = w )% 'Y

(9 €L/ HV) +0qd

EELINERIEIEICH]

=4 (€)
() 4o 4 (@
gy I0)

*910qe J98yspealds ay) ul pajejnafed Ajfeditewoine are suoienbs asayL ‘A ‘1010e} uoneIqied NOJ 8y} pue
‘(1s) A *201u0 [eanuo ayy pue ‘(pis) “A ‘WA ayy ybnoiyy passed Jre Jo SAWN|OA PePUBIS BU) 818|N2JeI 0} Pasn aie suoenba Buimojio) ay L

‘SAYVANY.LS NOILYYEITYD SV S3DIHIN0 TYIILINO IHL ONISN

Page 33 of 35

we €51 2860 = 9NV
T 2860 EEVEC 9988 280 00'G [rad 7 1L €L €L oL 916 916'855 0'955 81 18870 z
T 2860 EEVEC 698€C 280 00'G [ TL 1L €L €L oL ST6C 0'95G GBO'€SS 8T 1870 T 97

Ize L0 v00T = 9NV
69T I00T 07807 GIS0Y LT 009 STEL 1L oL GL 1L oL 7567 GBO'ESS TET'8YS LT €9£9°0 z
0rT 200T veore 9768 LT 00'G oL oL 69 TL oL oL ran4 TET'8YS 800775 LT €9€9°0 T €c

(5344 €8°0 S00T = 9NV
IIT 6660 89192 v619C TT 00'G SLTL 6L 69 oL 69 oL 892°€ 8007 OvL0vS 8T 70050 €
8IT 0101 89192 90592 TT 00'G 89 89 19 69 89 oL otz'e OvL0vS 0£G'L€G 8T 70050 z 8T
6T 00T 89792 €I59C TT 00'G 599 19 99 19 99 oL 602°€ 0£G'LES TZEVES 8T 70050 T
®HV S8914110 A dbesany A (@1s) A (@Ls)“a (O%H u) 0 OAY VNS IVILNE | TIYNIA IVILINI (“A) 13N VNI AVILINI (BH u) (9AV) #NNY [# 3014140

Jayio yum ) (e) (@) (1) HYWOa | |(NIN) INIL Woa 1371nO Woa 13INIINDA AINJIgAY (;1) SONIAVIY WOa WNNOVA|  ¥O10vd
A% A A% A a3asdvi3 Jo STANLVEIINTL Q3LsaL M
STEST  |# TVIY3S 13S JOI4IMO TvIILMD 79N EXREENED
297e E E {(BH ur) 3YNSS3Yd 1Y LINOHVE T8LOLTLT |# IVIM3S ¥ALIAN 9102/08/9  |:31va
(*9d) DAY E] VILIN

ANVAINOD LN3IW3IYNSVIW SNOISSING

OONH

ANYdNOD A1ddNS TVLININWNOYIANS

S3ADIHIYO TVOILIFD ONISN NOILVH IV J313N SVO Add S AOHLIN

Huntington 1 Q2 PM

HTG-U1PM-Q2-2016-1



SHSLESL-0D woo'Ajddnsuclirue mmwA - 8896-956-6L6 - POLLZ DN ‘WeWng "pAl@ and 3802 - -ouj oD Addng [Eluswuoniaug
wn
(32}
—
o
<
on
(9]
[V
©
u.-_mﬂ a
spun 2MRI - [(uw)(BH ww)/I(;, (M) w) W\\V \ m 7 Nﬂw
SHun sieT-oMeI - [(ulw)(BH W)}l (f.)(ssen)] /
: ZLuopeg 's powjaly 'y ipusddy '09 Wed ‘O euL ‘suchienBay [21apaJ 0 9POJ AU} UM S5UEPIGIIE Uj PIYRIG|ED SEM 51551 JBqUInU jog 8AJHO [EINMD
sHun ysibug - [(Cun)(BH UYL, () (M)
u2121)}309 aoYyUo |ed = [
Quaioye HUO [BIUD = .M (188 @oyuD YoEa YA PPN j3aL ds sU| Uo p Boud eve suonenbe esey) £'6°Z ¢ uooag
'G pouei Y3 SN vl suoienba su) Buisn ') Jojoe) uoNEIGIES WEH() BU) BIEINAED PUE "SBDULO (B3 8l PUB ISQ 8L Ybnolu) passed JE jo Sewn|on PIEPURIS 34 SIRINIED |
L 'SOYVONYLS NOLLYHSITYD SV S30LIH0 TYIILIMD FHL ONISN '
| voassz || wszo || mzeo |=woiovamenv
900 $0-3LpL9°2 SL92°0 61220 850 00'ZL 0Z'vL S¥L el [5/3 g'el VL ELLS EEBVZL | 0ZLGLL _ 8962 _ 1% St z
20°0- $0-39LL9°C 2L92°0 size'o 850 002k 0z'¥L S'vL §L 9'eL o'vL ViL L0L's 0ZL'6LL | SLOVLL 13 St ' o
| voasos || seseo [| emwo |-worovamenv .
£0°0- $0-39569'¢ 969270 Fayud] Sl 0001 115 7 SvL §7l LrL Lyl ViL 088's €19°PLL | SEL°80L 69'62 _ 13 St T
€0°0 ¥0-35L69°C 869E°0 05¥¥°0 S 000k oe'vL S'PL 5L LvL 1572 ViL £88°6 £eL'801L | 0sBZ0L 11 Si 3 o |
| vomsery || sewo || aero |=worovsmon . |
] Y0-30LEL'Y LELPO 6.6%°0 L oo'e 0z'vL L VL o'vL ovL 60L 29z's 0s8'ZoL 885°6 _ 69°6T * gl 5l z
$0°0- ¥o-30eEL’Y SELFO vi6v0 L oo's STvL L L LyL Lyl 0'LL LST'S 885716 1££°26 1% Sk — 8k m
L 1
_ v0-3062°5 __ 06250 : 99£9°0 _ =dOLIVd M ONY “ .
Lo Y0-3L682°G 06250 99€£9°0 62T 0oL SLvL £rL L 6'eL o'vL 6'0L vL8'S LEE'Z6 L5798 _ 69'62 _ al St z |
oo ¥0-3€062°S 0625°0 198970 . 62°C 00'L oz'vL evL L oL (47 0LL G186 L5¥'98 285°08 13 St 4 & !
| voaseoz || seoro || sesso |=woiovamonv
00 Y0-39.L60°L 860L0 orseo Ly 009 STYL erL gL (%74 evL 6'0L LZL'e 285'08 §58°EL W o0L'ez _ Lk Si z
oo $0-3L260°L ze0L'0 SESB0 (4% 00’9 SEVL SvL £l erL L 6'0L €TL'9 SS8'eL ¢eLl9 s'L) Sk r le
(%) NOLLWTHVA {roumow) (ssaypapg) {ys1Bua) (o™ u) [:] DAY VNI TVLINI TN TYLLING ("N 13N _ TN _ LN Td onv (B ui} (B4 ui} BNMY _ amumw m
HOLOVA M HOLOVE M HOLIVA 4 HOLIV M HY Wea (V1) WL Woa L7100 WOU LN Hea IN3igwy (L4) sonIavy Wea ] HNNOVA | WANJVA |
. d 2l |
a3sdv3 ] 3 STUNLVYIANAL .“_._.a-._hﬂumn_ causal | oMo
E IMOTHD HY31 166°0  |:9A 'MOLOVS NOLLVHEITYD
THEO0E9L |:HIBWNN YIS _ 910z ‘g Auenuep _"m._.su
YIALIW SV AHO IONTEIATY .

ouj ‘Auedwo) Ajddns
|ejuaWIUOIIAUT

S1€5L |*N/S 13S 3J141¥O IVOIILIHD

NOLLVHEITVYD 30141¥0 TVIILLI™O S AOHLIN

HTG-U1PM-Q2-2016-1: Huntington 1 Q2




11990 W. 52rd Avenue
Wheat Ridge, CO 80033

EMCO

EMISSIONS MEASUREMENT COMPANY

Office (303) 495-3936
Toll Free (800) 984-9883

Fax (888) 605-0243
www.stacktest.us

RE: Certification of Air Emission Testing Body (AETB) Conformance

To Whom it May Concern:

This letter is to confirm that Emissions Measurement Company LLC (“EMCo”) is an Air Emission Testing Body
(AETB) operating in conformance with ASTM D7036-04, as required by 40 CFR Part 75, Appendix A §6.1.2. The
table below lists the EPA Reference Methods for which each listed Project Manager is a Qualified Individual and
other relevant information required by (as applicable) 40 CFR Part 75.59(a)(15), 40 CFR Part 75.59(b)(6) and 40 CFR

Part 75.59(d)(4).

Exam Exam Provider
H *
QI Name QI Email Exam Date Provider Email
SES Group 1 6/12/2014
Andrew . SES Group 2 9/18/2015 SES QSTIprogram@gmail.com
Bruning | 2oruning@stacktest.us SES Group 3 6/12/2015
EPA Method 30B 1/16/2015* | Ohio-Lumex | andrew.mertz@ohiolumex.com
Mike . SES Group 1 .
. ktest. 4/1/201 E TI .
Corrigan mcorrigan@stacktest.us SES Group 3 /1/2015 SES QSTlprogram@gmail.com
SES Group 1 .
i 2/5/2016 SES STlprogram@gmail.com
K::::glo ckormylo@stacktest.us SES Group 3 15/ QSTlprogram@g
v EPA Method 30B 1/16/2015* | Ohio-Lumex | andrew.mertz@ohiolumex.com
Matthew SES Group 1 2/5/2016 .
Parks mparks@stacktest.us SES Group 2 9/18/2015 SES QSTlprogram@gmail.com
SES Group 3 2/5/2016
*The Source Evaluation Society (SES) Group 1 Exam includes EPA Reference Methods 1, 1A, 2, 2A, 2C, 2D, 2F, 2G, 2H, 3, 3B, 4, 5, 5A, 5B, 5D, 5E, 5F, 51,17, 19,
201A and 202. The SES Group 2 Exam includes EPA Reference Methods 1, 2, 3, 4, 3B, 6, 6A, 6B, 7, 7C, 7D, 8, 11,13A, 13B, 15A, 16A, 19, 26, 26A and 202.The
SES Group 3 Exam includes EPA Reference Methods 3A, 6C, 7E, 10, 10B, 20, 25A, 40 CFR Part 60 Performance Specifications 2 — 8, 15 and 40 CFR Part 75.
Initial 30B training provided by Ohio-Lumex; refresher exam administered by EMCo once every five years.

Please feel free to contact me with any questions regarding the above.

MatthewiParks
Technical Director
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